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MIZTOMOIHTIKO ANAAYZHZ /| CERTIFICATE OF ANALYSIS

Ap1Bu6g MoTotroINTIKOU: 32824 Kwd1kég TreAATN: 0000040

Certification Nr: Customer Nr:

Emrwvupia MeAdTn: Hp. 'Exdoong: 5/10/2022

Company Name: AHMOTIKH EMIXEIPHZH YAPEYZHX Issuing Date:
i ANOXETEYZHZ AHMQY BOABHZ

AieGBuvon: ASTPOBAATA

Address:

Kwdikog Aciyparog: 32824-4 AcziypatoAnyia atro: Qlab

Sample Code: Sampling from:

Meprypaen deiypartog: Nep6 / Water Znueio AsiypatoAnyiag: OIkiopog Ay.

Sample Description: Sampling Point: Mapaokeury

Ogppokpaoia: 7,0°C Mé6odog AsiypatoAnyiag: OE 211

Temperature: Sampling Method:

Hplvia rapaAaBig: 23/9/2022 KardoTtaon &eiyparog: Kavovikr / Normal

Date of Receipt: State of Sample:

Hu. ‘Evapéng dokipng: 23/9/2022 Hplvia AsiyparoAnyiag: 23/9/2022 8:30:001Tu

Start of Analysis: Sampling Date:

Hp. OAokAnRp. Sokiunig: 26/6/2022 MooétnTa: 500 ml

End of Analysis: Quantity:

ZTolxeia Agiyparog: Anpotikn Evétnta Ay. 'ewpyiou, Oikiopdg Ay. Mapaokeun

Sample Details:

A MapdpeTpog MéBodog Opio ATroTéAEC A ..
Parameter Method Limit Result m.u.

M pH OE 2001 6,5-9,5 7,6 pH

M Aywyipétnta - 200C / Conductivity OE 2002 2500 594 puS/icm

O Xpwpa / Colour OE 2003 - <20,00 PtCo(Hazen)

O Ooun / Odour OE 2004 ATTOOEKTH -

O Tlevon/ Taste OE 2005 - ATTOOEKTH -

O ©oAdtnTa / Turbidity OE 2006 - <2,0 NTU

M Appwviakd-NH4 / Ammonium OE 2017 0,50 <0,10 mg/L

M  OAika KohoBaktnpioeidry / Total Coliforms ISO 9308-1:2014 0 N.D. cfu/100mL

M Evrepdkokkol evTepIKG TTpoéAeuang / Int. ISO 7899-2:2000 0 N.D. cfu/100mL
Enterococci

M Escherichia Coli 1ISO 9308-1:2014 0 N.D. cfu/100mL

M ApiBudg Atroikilv, 220C / Total plate count, 220C 1ISO 6222:1999 Aveu petap. 20 cfu/mL

M ApiBudg Atroikiwv, 370C / Total plate count, 370C 1ISO 6222:1999 Aveu petap 28 cfu/mL

O Clostridium perfringens 1ISO 14189:2013 0 N.D. cfu/100mL

M ®dBopiolxa-F / Fluorides OE 2011 1,50 2,10 mg/L

Mapatnpnoeig / Notes

O1 TIEG TwV OTTOTEAETPATWY Yia To deiypa pe KwdIKS aplBuo deiypartog 32824-4 Tou TTaPOVTOG TOTOTTOINTIKOU, EiVal EKTOG TWV Opiwv TTou KabopidovTal oTnv YTToupyikr ATrégacn

1 (3)/I'M oik. 67322/ ®EK 3282 B/19-9-2017, TToU aOPE TNV TTOIGTNTA TOU VEPOU AVOPWITIVNG KATAVAAWONG. Ta aTroTEAEGUATA TWV aVAAUCEWY OXETICOVTal POVO UE Ta deiypaTa
Kal TIG TTAPAPETPOUG TTOU avaAUBnKav Kal dev apopoUv aTn GUVOAIKH TTOIGTNTA TOU VEPOU, Ol TIAPAHETPOI TOU OTTOIOU TTPETTEN VA €ival CUPPWVEG PE OAEG EKEIVEG TTOU TTPOBAETTOVTAI
amé Tnv IoxUouca EBvikA NopoBeaia.

Ta Trapamavw atroteAéopata avagépovtal pévo oTo deiypa Trou eAEyBnke./ Results are associated only to the sample(s) tested.
ATtrayopeUeTal n HePIK avadnuoaicuon Tou TTapdvTog Xwpig TNV ypaT T eykpion Tng Qlab./ Partial reproduction allowed only with written consent of Qlab.
AvTioTOIYia TWV ECWTEPIKWY PEBAdWV OTNV I0TooeAIBa Tou epyacTtnpiou / Match of the in house methods on our website.

Ap18u6g MoTotroinTikou / Certification No: 32824

E 27-1 ZeAida 1 amd 2



Naparnpioeig

A: diamoTeupévn dokiur, *dlammoTeupévn dokiun kata 1ISO 17025 Ap. 909-3

N.D.: Not detected / Aev avixvelBnke

M.P.: Z0pgwva pe ISO 8199:2018, pikpoopyaviopoi Tapoévreg/According to ISO 8199:2018, microorganisms present
est: ZUpewva pe ISO 8199:2018, 3-9 aTtroikieg katd TTpoaéyyian/According to 1ISO 8199:2018, 3-9 colonies estimated
OM: original matter, DM: dry matter

NB: emi vwoU Bdpoug, =B: eTti Enpou Bapoug

RL: To Reporting Limit utTTodnAwvel T0 6pIO TTOCOTIKOTTOINONG TNG PEBGBOU .

(%): ExteTapévn aBefaidtnTta o€ Babuod epmotoolvng ~95% (k=2)

**: Legionella: Oykog dii@nong 100mL / Matrix 8, Procedure 8, Media GVPC

AZ: AnAwon Zuppdpewong

Hplvia ékdoong mioTotroinTikoU / Issuing date of certificate: 5/10/2022

AleuBuvTiig epyacThpiou
Lab Manager

Ta Trapamavw atroteAéopata avagépovtal pévo aTo deiypa Trou eAEyBnke./ Results are associated only to the sample(s) tested.

ATtrayopeUeTal n uepIK avadnuoaicuon Tou TTapdvTog Xwpig TNV ypaT T eykpion Tng Qlab./ Partial reproduction allowed only with written consent of Qlab.

AvTioTOIYia TWV ECWTEPIKWY HEBABWV OTNV I0TooEAIBa Tou epyacTnpiou / Match of the in house methods on our website.
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