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Ap.Mar. 909
MIZTOMOIHTIKO ANAAYZHE / CERTIFICATE OF ANALYSIS
Ap18uog MioTotroInTiKOU: 32825 Kwdiko6g eAdTn: 0000040
Certification Nr: Customer Nr:
Emrwvupia MeAdrn: Hu. ‘Ekdoong: 6/10/2022
Company Name: AHMOTIKH ENMIXEIPHZH YAPEYZHZ Issuing Date:
i AMNOXETEYXZHZ AHMOY BOABHX
AieGBuvon: ASTIPOBAATA
Address:
Kwdikoég Agiyparog: 32825-2 AgiypatoAnyia atro: Qlab
Sample Code: Sampling from:
Mepiypaen deiyparog: Nepo / Water Xnpeio AsiypatoAnyiag: Oikiopog
Sample Description: Sampling Point: MeAioooupyog
Oepuokpacia: 7,0°C MéBoSog AsiypatoAnyiag: OE 21-1
Temperature: Sampling Method:
Hulvia TrapaAaBig: 23/9/2022 KardoTtaon Seiyparog: Kavovikr / Normal
Date of Receipt: State of Sample:
Hu. ‘Evapéng S0KIPAG: 23/9/2022 Hulvia AsiypatoAnyiag: 23/9/2022 12:50pp
Start of Analysis: Sampling Date:
Hu. OAokARp. SOKIPAG: 26/9/2022 MooéTtnra: 500 ml
End of Analysis: Quantity:

Zroixeia Agiyporog: Anporikr) Evotnta ATroAwviag, Oikiopudg MeAioogoupydg

Sample Details:

A MapdaueTpog M£6odog Opio ATroTéAecpa ..
Parameter Method Limit Result m.u.

M pH OE 2001 6,5-9,5 7,6 pH

M Aywyipotnta - 200C / Conductivity OE 2002 2500 637 pS/cm

O Xpwpa / Colour OE 2003 - <20,00 PtCo(Hazen)

O Oaopn / Odour OE 2004 ATTOOEKTH -

O Tlevon/ Taste OE 2005 - ATTOOEKTH -

O ©oAétnTa / Turbidity OE 2006 - <2,0 NTU

M Appwviokd-NH4 / Ammonium OE 2017 0,50 <0,10 mg/L

M OAika KoloBakTnpioeidr) / Total Coliforms 1ISO 9308-1:2014 0 N.D. cfu/100mL

M Evrepdkokkol evTepikig TTpoéheuong / Int. 1ISO 7899-2:2000 0 N.D. cfu/100mL
Enterococci

M Escherichia Coli ISO 9308-1:2014 0 N.D. cfu/100mL

M ApiBuog Amoikiwy, 220C / Total plate count, 220C ISO 6222:1999 Aveu petap. 39 cfu/mL

M ApiBuog Amoikiwy, 370C / Total plate count, 370C ISO 6222:1999 Aveu peta 42 cfu/mL

O Clostridium perfringens 1ISO 14189:2013 0 N.D. cfu/100mL

Maparnpnoeig / Notes

O1 TIHEG TwV aTTOTEAEOUATWY Yia TO deiypa pe KwdIkS apiBuod deiypatog 32825-2 Tou TTAPOVTOG TTIOTOTTOINTIKOU, €ival EVTOG TWV Opiwv TTou kabopifovTal aTnv
Ytroupyikr) Amégacn M1 (8)/I'T1 oik. 67322/ ®EK 3282 B/19-9-2017, TTou agpopd TNV TTOIGTNTA TOU VEPOU avBpwTTivng KatavaAwong. Ta atmoTeAéouaTa Twv
avoAUgewv oxeTiovTal povo Pe Ta OeiypaTa Kal TIG TTaPaPETPOUG TTou avaAuBnkav kal dev agopoUv aTn GUVOAIKK TToIOTNTA TOU VEPOU, Ol TTAPAPETPOI TOU
OTT0IOU TTPETTEI VA €ival CUPPWVEG PE OAEG eKEIVEG TTOU TTPORAETTOVTAI ATTO TNV Io0XUouca EBvikA Nouobeaia.

Ta Trapamavw atroteAéouaTa avagépovtal pévo aTo deiypa Trou eAEyOnke./ Results are associated only to the sample(s) tested.
ATrayopeUETal N PEPIKA avadnyoaieuon Tou TTapOVTOG Xwpig TNV ypaTrTr eykpion Tng Qlab./ Partial reproduction allowed only with written consent of Qlab.
AvTioTOIKiO TWV ECWTEPIKWVY PEBOSWY GTNV IoTog€AIda Tou epyaaTnpiou / Match of the in house methods on our website.
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Naparnpioeig

A: diamoTeupévn dokiun, *diamaoTeupévn dokiunA kata 1ISO 17025 Ap. 909-3

N.D.: Not detected / Aev avixvelBnke

M.P.: Z0popwva pe ISO 8199:2018, pikpoopyaviapoi rapoévTeg/According to ISO 8199:2018, microorganisms present
est: ZUpowva pe 1ISO 8199:2018, 3-9 amoikieg katd Tpooéyyion/According to ISO 8199:2018, 3-9 colonies estimated
OM: original matter, DM: dry matter

NB: et vwTroU Bdpoug, =B: e1Ti Enpou Bapoug

RL: To Reporting Limit utTTodnAwvel T0 6pIO TTOCOTIKOTTOINONG TNG PEBGDOU .

(%): ExteTapévn aBefaidtnTta o€ Babuod epmotoolvng ~95% (k=2)

**: Legionella: Oykog d1nénong 100mL / Matrix B, Procedure 8, Media GVPC

AZ: AnAwon Zupudppwong

Hplvia ékSoong moTomroinTikoU / Issuing date of certificate: 6/10/2022

AleuBuvTiC epyacTnpiou
Lab Manager
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